NEW REINFORCED CONCRETE PAD

SCALE: 1" = 1'-0"

FINISH GRADE

BROOM FINISH, IMMEDIATELY SEAL WITH ASTM C309, TYPE 1, CLASS A COMPLIANT SEALER AFTER BROOM FINISH

VARIES SEE PLAN

NOTE: TIE NEW CONC. TO EXISTING CONC. PADS WITH REBAR DOWELS. CAULK ALL EXPANSION JOINTS. SAWCUT CONTROL JOINTS EVERY 6-8 FT ON WALKS OR 100 SQ. FT. ON SLABS

PLASTIC CHAIR

UNCOMPACTED SUBGRADE

#4 REBAR 24"O.C. BOTH DIRECTIONS, WIRE TOGETHER COMPACTED STONE

#53 BASE

±2"